The submittal has been reviewed resulting in the following comments:

1. The proposed project shall comply with all provisions of the adopted Fire Code including the following as applicable:

2. The grade of existing private fire apparatus access roads shall not exceed 12%. Private fire apparatus access roads where grades are greater than 12% but not exceeding 15% shall be paved, or in lieu of paving, shall have an automatic fire sprinkler system installed in any new structure. Grades exceeding 15% will require the fire apparatus access road to be paved, all new structures to be equipped with automatic fire sprinkler systems, and special approval by the fire code official.

3. Fire apparatus access roads shall be not less than 12 foot drivable width with 13.5 feet of overhead clearance for the entire length.